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CONDUIT TO BE PLACED ON SECTION GROUND
SUBGRADE BY TRENCHING OR B
PRIOR TO PLACEMENT OF CLASS A CONCRETE JUNCTION BOX
AGGREGATE BASE MATERIAL FOR (6 SACK MIX) (STATE STANDARD # 3 1/2

CURB & GUTTER OR AS REQUIRED BY CITY ENGINEER)

NOTE: THIS SHEET APPUES FOR STREETS WITH SEPARATE SIDEWALK
AND INDUSTRIAL&COMMERCIAL STREETS
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